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Date: November 5, 2008

Ward Notification
Tucson Fire Department

Fire Chief Randy Ogden
Captain Trish Tracy
Ward 4 – Propane Leak – 8300 Block of E
ctober 19, 2008

ispatch Time – 0747 (single alarm dispatch for medical alarm)
ull Alarm Dispatch Time - 0759
irst Unit of Full Alarm – Arrival Time - 0811

n employee was near a 500 Gallon Propane Tank when a leak at "
ccurred. Approximately 50 employees were evacuated from the b
ansported to a hospital. Employees were advised to wait at the Sa
nd Valencia until building was safe to re-enter. Union Pacific shu
irections, and the building remained empty for approximately 1 ho
cene and secured the leak at 0905. Air was monitored and the air

afety Message: Propane is heavier than air. It travels downhill an
reas for hours. To prevent an explosion or fire the air must be clo
ources must be eliminated. A spark (from shutting off utilities or
e enough to start a fire.
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